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Job 1D : 0020-0003409 Submission 1D : 2010-020-01080
Sample Details : 52% TANK 30002 /48% TANK 250001
Comments :
Sample Number 2010-020-01080-005
Method Test Resuilt Specification
ASTM D287 API Gravity, ° API 21.8
ASTM D1250 Density at 15°C 0.8225
ASTM D4294 Sulfur Content, mass % 0.694
ASTM D445 Test Temperature 40°C {104°F)
Kinematic Viscosity, ¢St 22.70
ASTM D2161 Test Temperature, ° F ) 104
Saybolt Furel Seconds, sec <25.1
ASTM D35 Water, % {v/v} .00
ASTM D473 Sediment Contert, mass % / vol % 0.22/010
ASTM D1796 Water and Sediment, % (v/v) 0.100
ASTM D83 Proc. B Manual / Automated Automatic
Flash Point, * C/°F 69.0/156
ASTM D482 Ash Conient, mass % 0.0017
P 470 Aluminum, ppm {mg/kg) 7
Silicon, ppm (mag/kg) 42
Sodium, ppm (mg/kg) 12
Vanadium, ppm (mg/kg) 8
Aluminium and Silicon, ppm (mg/kg) 18
ASTM D5762 Nitregen, ppm {ug/g) 2032
ASTM D240 Gross Heat of Combustion, BTU/Ib 18868
Unit Conversion, BTU/gal 145018
ASTM D4530 Carbon Residue, % (m/m) 4.82
ASTM DS7 Pour Point, " C/°F -24 /11
ASTM D8560 Asphaltenes, % (m/m) <0.50
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